
Orifice Plate

Sinks

Grease Trap

Cleanout

Flow
Optional:
P-Trap

Vent Pipe
must be lower
than sink drain

Vent

OutletInlet

Flow Control Valve

Spigot
for sampling
on the outlet

Internal Grease Trap Diagram

NewportUtilities.com/FOG-Control-Program

NU minimum standard for
internal (under the sink) Grease Traps is 20 gpm 40lb capacity.

Grease Traps must have a flow restrictor installed and be properly vented.
A spigot must be installed on the outlet for effluent sampling purposes.


